SO Y TE TINH KHANH HOA CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT Poc lap — Tw do — Hanh phic

KHOA XET NGHIEM - CPHA - TDCN

VILAS 1092 1
|. Ténkhach hang: CONG TY CO PHAN CAP THOAT NUOC KHANH HOA

2. Diachi: 58 Yersin - Phuong Tay Nha Trang — Khanh Hoa
3. Ma s6 mau: 5626HD
4. Loai mau: Nudc sach diing cho muc dich sinh hoat

5. Vitrilay mau:  Tai th mau DMA Biét Thy, nga giao duong Nguyén Thién Thuét - Biét

Thu, phuong Nha Trang

6. Mo ta miu: 04 lit dung trong chai nhua PE lam Hoa va 01 lit dung trong chai thuy

tinh vo khuan lam Vi sinh
7. Ngay lay mau: 02/02/2026
8. Ngay nhan mau:  02/02/2026

9. Thoi gian kiém nghiém:  02/02/2026 dén 09/02/2026

10.Ngay hen tra ket qua: 23/02/2026
11.Két qua kiém nghiém: Xem trang 2/2

Khdnh Hoa, ngay 0 thdng *2ndm 2026

K1 G1AM POC

TRUONG KHOA .
PHO GIAM DOC

e

=2

Ths. Trwong Thi Lar Anh

Nguyén Ditc Tinh

- Két qua nay chi c6 gid tri trén maii ditere kiém .h‘i_;'."ff|_;.'--"
- Khong duoe trich sao mét phan cua két qua nety néu khong dioe sie dong ¥ bang van ban cua gidm doc trung tam
Heét thoi gian luu mau Trung tam kivng chiv trdach niiém vé viée khidu nai két qua kiém nghiém cua khach hang.
D6 hidt thém thong tin, xin lién hé: Khoa Nét nghiem —~ COHA - TDCN, dia chi: 04 Quang Trung — Nha Trang —
Khanh Hoa. Pién thoai: 0235 3360811
BM-QIL.C1.-08-12 page ] of 2 Rev: 05, 01/7/2025



QUA KIEM NGHIEM

\
Tén chi tiéu Xét \

Két qua

Gidi han cho phép (***)

TT | nghiém/Pon vi tinh
| Dinh luong Coliforms &1 |
tong so” TCVN 6187-1:2019 0
Phuong phap mang loc - )
9 3 +(*)
4k g EoCal TCVN 6187-1:2019 0 <1
Phuong phap mang loc ! - |
3 | Mau sac (TCU) @ HACH 8025:2014 | b 15
3 | Mausac( y R | LOD=17 ;

QTKT-HNMV-09:2003

/ N {hong phat hién mui 5ng ¢6 mui

4 | Mui (Ref SMEWW 2150:2023) | Khong phat hién mui Khoéng ¢6 mui la
5 |pH® TCVN 6492:2011 7.08 Trong kheang 6,0-8.5
6 | Do duc (NTU) TCVN 12402-1:2020 0.37 2
HACH 58700-00
! Ly® 0.7 ang 0.2- |
7 | Clo du tu do (mg/L) (.‘olorimetct; Trong khoang 0,2-1,0 !
| 8 | Permanganat (mg/L) TCVN 6186:1996 | 0.3 2
!r ; ——
| Amoni (NH3 va NHy4
; HACH 8038:2017 KPH
7| tinh theo N) (mg/L) - _ :
| 1 | ComeChlondeiCl) TCVN 6194:1996 14.2 250 |
[ (mg/L) o N
i D6 cimg, tinh theo _ i
! N 6224:199 3 |
i_ 11 CaCO; (mg/L) TCVN 6 6 _ 13 300 J
' 12 | Mangan (Mn) (mg/L) HACH 8149:2014 0.001 0.1
| Nitrat (NOs- tinh theo = | 1
| HACH 8039:2014 0.6 :
| 13 | Ny (me/L) 3 1 |
| Nitrit (NO:- tinh theo ) .
| 14 HACH 8507:201 0,004
i..-M N) (mg/L) CH 85( 5 0 0.9
| 3 F
| 5 | DAt (Ferrum) (Fe) HACH 8147:2014 0,013 0.3
| (mg/L) . !
| Ifat > |
| | SulRee B0 HACH 8051:2014 KPH 250
| (mg/L)

Ghi chu:

KPH: khong phat hién
LOD: gi6¢i han phat hién
) Chi tiéu da dioc VILAS cong nhan

(*): Chi tiéu duwoc thuc hién boi nha thau phu

(H*%)

BM-QIL.CL.-08-12

page 2 of 2

: Gidi han cho phép theo Quy chudn ki thudrt quoc gia vé chdt lirong nueoc sach
(OCVN 01-1:2024/BYT)

Rev: 05, 01/7/2025




) BOYTE Wy,
VIEN PASTEUR NHA TRANG N A
KHOA SUC KHOE MOI TRUONG — BENH NGHE NGHIEP i@é\:\m‘* o
DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH T ISO/IEC 17025:2017
Ma méu / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
008/02/2026/HH-00 TEST REPORT 04/02/2026
Sb/No: 014/02/2026
Khach hang / Client : CONG TY CO PHAN CAP THOAT NUGC KHANH HOA
Bia chi / Address : S6 58 Yersin, phusng Tay Nha Trang, tinh Khanh Hoa
Logi méu / Type of sample : Nudc may
Nai Iy mau / Place of sampling : TU m&u DMA Biét Thy, nga giao dudng Nguyén Thién Thudt - Biét Thy,
phudng Nha Trang, tinh Khanh Hoa
M6 t& méu / Sample description : Méu dung trong 1 chai nhua 350 mL
Ngay ldy méu / Date of sampling :02/02/2026
Ngay nhd@n mdau / Sample received on :02/02/2026
Ngay kiém nghiém / Sample tested on . Tu ngay 02/02/2026
Thasi gian Iuu mau / Sample storage period : 10 ngéy ké ti ngay tra két qud
Gidi han
16i da
'SLTO | Tenchitieu/ Parameter Phuong phdp kidm nghiém / Test method K:L:‘:: d Cho(.,p?ep
Maximum
limit (*)
1 |Asen®(mg/L) QTKN/HL/11 (SMEWW - 3125:2017) < 0,001 0,01
Ghi cha:

(a): Chi tiéu dudc céng nhan phu hgp vdi ISO/IEC 17025:2017/ Parametfer is accredited ISO/IEC 17025:2017
(*): Gidi han 16i da cho phép theo Quy chudn ky thuit quéc gia vé chét lugng nudc sach su dung cho muc dich sinh hoat
(QCVN 01-1:2024/BYT);

Nh@n xét: Chi tiéu dudc phan tich cda mau nudc trén day dat chat lugng nudc sgch sU dung cho muc dich sinh hoat theo QCVIN
01-1:2024/BYT.

TRUONG KHOA - VIEN TRUGNG
HEAD OF DEPARTMENT V- DIRECTOR

0 VIEN TRUGNG

Y

Nguyén Thanh Déong

BM-TT-7.8

1.Két qua nay chi co gia tri dbi voi mau dugc klem nghlem | This result is only valid on res.red.samp."e
2.Khoéng duge trich sao mot phan hay toan bd két qua nay néu khéng co s déng ¥ bing vin ban cua Vién Pasteur Nha Trang,
/This test report must not be repr odiced, partially or fully, without the written approval of Pasteur Institute in Nha Trang.

3.Théng tin ctia khach hang va miu do khach hang cung cip./ The sample information are written as client's request.

6-8-10 Tran Phi, Phudng Nha Trang @ 0258 3811856 - 077 384 32 38 WWW.ipn.org.vn @ labmoitruongipn@gmail.com



SO Y TE TINH KHANH HOA CONG HOA XA HOI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT Pjc lap — Tw do — Hanh phic

KHOA XET NGHIEM - CPHA - TDCN

PHIEU KET QUA KIEM NGHIEM;
Sé-...5  /KSBT-XN-CDHA-TDCN {”/

1. Ténkhéch hang: CONG TY CO PHAN CAP THOAT NUOC KHANH I-}’(I)Lﬁs 1092
2. Dia chi: 58 Yersin — Phuong Tay Nha Trang — Khanh Hoa

3. Ma s mau: 5726HD

4. Loai mau: Nudc sach dung cho muc dich sinh hoat

5. Vitri Iz”iy mau: Tai to mau Vinpear] - Tran Pha. s& 07 Tran Phu, phuong Nha Trang

6. Mo ta mau: 04 1it dung trong chai nhua PE lam Hoa va 01 lit dung trong chai thuy

tinh v6 khuan lam Vi sinh
7. Ngay ldy mau: 02/02/2026
8. Ngay nhan mau:  02/02/2026

9. Thoi gian kiém nghiém:  02/02/2026 dén 09/02/2026

10.Ngay hen tra két qua: 23/02/2026
11.Két qua kiém nghiém: Xem trang 2/2
Khdanh Hoa, ngay 09 thang6l nam 2026
TRUONG KHOA .GIAM POC _ . x
KT PHO GJAM DBOC

U

Ths. Trwong Thi Lan Anh

Nguyén Pifc Tinh

- Két qua nday chi ¢é gia tri trén mau dwoc kiem uu’mm
Khong duoc trich sao mot phan cia két qua nay néu khong duoc sw dong y bang van ban cia gidm doc trung tam
- Hét thoi gian lew mau Trung tam khong chiu trach nhiém vé vide khiéu nai két qua kiém nghiém cua khdch hang.
- Dé biét thém thong tin, xin lién hé: Khou Xét nghiém — CDHA - TDCN, dia chi: 04 Quang Trung — Nha Trang —
Khdanh Hoa. Pién thoai: 0258.3560.511
BM-QLCL-08-12 page [ of 2 Rev: 05, 01/7/2025



1T

Tén chi tiéu Xét
nghiém/Pon vi tinh

Dinh lugng Coliforms

Gi6i han cho phép (**)|

' | Bagsit) TCVN 6187-1:2019 0 <1
L Phuong phép mang loc —
- . kg |
%, Eukihegns Bl TCVN 6187-1:2019 0 <1
Phuong phap mang loc
] KPH
a A 5 (*) » 2::2 x 15
3 | Mau sic (TCU) HACH 8025:2014 LOD=1.7
| ! T-HNMV-09:2003 | . _ .
L4 [ Mui® (é}jz;dg\zw . !0;)(\)‘:)0;) Khong phat hién mui Khong c¢6 mui la
5 |pH® TCVN 6492:2011 6.95 Trong khoang 6.0-8.5
6 | Do duc (NTU) TCVN 12402-1:2020 0.32 2
I,,
" HACH 58700-00 ‘ ,
7 | Clo du tw do (mg/L) ) CC? ?.8 )(( ‘ , 0.7 Trong khoang 0,2-1.0
0101 1n1Ll£_?l__— 1 B N
' 8 | Permanganat (mg/L) TCVN 6186:1996 | 0,3 2
.| Amoni (NH3 va NH4" T = k
K HACH 8038:2017 KPH 1
| 7| tinh theo N) (mg/L) ’
i ol = ! -
10 8};‘1‘5") (Chloride) (CT) TCVN 6194:1996 | 14,2 250
| D6 cuing, tinh theo :
: : "VN 6224:199 3 3
| 1 CaCOs (mg/L) TCVN 6224:1996 13 00
12 | Mangan (Mn) (mg/L) HACH 8149:2014 0.001 0.1
Nitrat (NO;- tinh theo -
"H 8039:2014 .
| 13 N) (mg/L) HACH 80 i 0.6 11 |
g Nitrit (NO- tinh theo o _ B
| b =) 3 ) |
14 N) (mg/L) HACH 8507:201 0.003 0.9 |
Sat (F F o
15 (;ggsmm) (Ee) HACH 8147:2014 0.014 0.3
I Sulfat (Sulfate) (SO4> |
| 15 | DUt (Sulfate) (S0:7) HACH 8051:2014 KPH 250 |

(mg/L)

Ghi chu:

KPH: khong phat hién
LOD: gi6¢i han phat hién
™. Chi tiéu dd dwoe VILAS cong nhan

%): Chi tiéu duwoc thire hién boi nhi thau phu

(***}

BM-QLCL-08-12

page = of 2

: Giéi han cho phép theo Quy chuan kv thudt quoc gia vé chat lrong meoc sach
(OCVN 01-1:2024/BYT)

Rev: 05, 01/7/2025




) BO Y TE —
VIEN PASTEUR NHA TRANG SN,
KHOA SUC KHOE MOI TRUONG — BENH NGHE NGHIEP JICMRE  Aosc

LA VILAT 1.0036
DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH W ISO/IEC 17025:2017

RIS TS
2 -~
M@ méu / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
009/02/2026/HH-00 TEST REPORT 04/02/2026
So/No: 015/02/2026
Khach hang / Client : CONG TY CO PHAN CAP THOAT NUGC KHANH HOA
Dia chi / Address : S6 58 Yersin, phudng Tay Nha Trang, tinh Khanh Hoa
Logi mau / Type of sample :Nudc may
Nai &y mau / Place of sampling - T4 mdu VinPearl - Trén Phu, s6 07 dudng Trén Phu, phudng Nha Trang,
finh Khdanh Hoa
Mb t& mau / Sample description :Mé&u dung trong 1 chai nhya 350 mL
Ngay l&dy mau / Date of sampling :02/02/2026
Ngay nhan mau / Sample received on :02/02/2026
Ngay kiém nghiém / Sample fested on : TU ngdy 02/02/2026
Thai gian Iuu méu / Sample storage period : 10 ngay ké ti ngay tra két qua
Gidi han
16i da
STT/ o £ 3 Kétquda/ |cho phép
No Tén chi tiéu / Parameter Phudng phap kiem nghiém / Test method I ¢
Maximum
limit (*)
1 |Aasen@(mg/L) QTKN/HL/11 (SMEWW - 3125:2017) <0,001 0,01
Ghi chu:

(a): Chi tiéu dudc cong nhan phu hgp voi ISO/IEC 17025:2017/ Parameter is accredited ISO/IEC 17025:2017

(*): Gidi han t6i da cho phép theo Quy chudn ky thuit quéc gia vé chat lugng nudc sach st dung cho myc dich sinh hoat

(QCVN 01-1:2024/BYT);

Nha@n xét: Chi tiéu dude phan tich cla mdu nude trén day dat chat ludng nudc sach sd dung cho muc dich sinh hoat theo QCVN

01-1:2024/BYT.
TRUGNG KHOA (1 -VIEN TRUGNG
HEAD OF DEPARTMENT V.DIRECTOR
PHO VIEN TRUGONG

/

Nguyén Thinh Pong

BM-TT-7.8

1.Két qua nay chi c6 gia tri ddi voi mau dugc klem nghi¢m./ This result is only valid on tested sample.
2.Khéng duge trich sao mot phan hay toan bd két qua nay néu khong c6 sy dong y bing van ban cua Vién Pasteur Nha Trang.
[This test report must not be fepwduc ed, partially or fully, without the written approval of Pasteur Institute in Nha Trang.

3.Théng tin cha khach hang va mau do khach hang cung cap./ The sample information are written as client's request.

. 6-8-10 Tran Phu. Phuong Nha Trang @ 0258 3811856 - 077 384 32 38 . WWW. Ipn org.vn @ labmoitruc




SO Y TE TINH KHANH HOA CONG HOA XA HOI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT Poc lap — Tw do — Hanh phiic

KHOA XET NGHIEM - CBHA - TDCN

: VILAS 1092 !
I. Ténkhach hang: CONG TY CO PHAN CAP THOAT NUGC KHANH HOA

2. Dia chi: 58 Yersin — Phuong Tay Nha Trang — Khanh Hoa
3. Mi s6 mau: 5826HD
4. Loai mau: Nude sach dung cho muc dich sinh hoat

5. Vi tri 1Ay mAu: Tai tt mau DMA Phuéc Thuy. ngd giao duong Tinh 10 3 - Lu Giang. thon

Phude Thuy. phuong Nam Nha Trang

6. Mo ta mau: 04 lit dung trong chai nhua PE lam Hoa va 01 lit dung trong chai thuy

tinh vé khudn lam Vi sinh
7. Ngay lay mau: 02/02/2026
8. Ngay nhan mau:  02/02/2026

9. Thoi gian kiém nghiém:  02/02/2026 dén 09/02/2026

10.Ngay hen tra két qua: 23/02/2026
11.Két qua kiém nghiém: Xem trang 2/2
0
Khdnh Hoa, ngay 0 thang® nam 2026
TRUONG KHOA K1, GIAM POC

PHO GIAM pOC

Nguyén Dite Tinh

W

Ths. Trwong Thi Lan Anh

- Keét qua nay chi co gid tri trén mau duoc kiem nghrcw
Khéng duoc trich sao mot phan cua két qua ndy neu khinyg duge su dong ¥ bang van ban ciia gidm doc trung tam
- Hét thoi gian luww mau Trung tam khong chiv irdch nhicm vé viée khiéu nai két qua kiém nghiém cua khdch hang.
- Dé biét thém thong tin, xin lién hé: Khoo Xét nghién: — CDHA - TDCN, dia chi: 04 Quang Trung — Nha Trang -
Khanh Hoa. Dién thoai: 02583560 811
BM-QLCL.-08-12 page [ of 2 Rev: 05, 01/7/2025



! Tén chi tiéu Xét i — T
T | nghiém/on vi tinh | Két qua G161 han cho phép (F#*~) |
- ] Dinh lugng Coliforms 21 ‘ B
tong 0 TCVN 6187-1:2019 | 0 |
i Phuong phap mang loc S i ‘
] 9 " - (*) '
B i e TCVN 6187-1:2619 | 0 <1 |
; Phuong phap mang loc B }
: , S KPH i
- X ek *) IAC 25:3()14 ‘ i
; 3 | Mau sic (TCU) HACH 8025:2014 i LOD=1.7 15 |
1 P—— _.If_._._.__‘_‘f i J
; \ TKT-HNMV-09:2003 | . : o
L4 | Mui® ([?e ¢ %Ml[?{\?]/w i ;m--vi?; ) | Khong phat hi¢n mui Khéng ¢é mui la
5 |pH® TCVN 64922011 | 6.96 Trong khoang 6,0-8.5 |
............. _— i R =
" 6 | Do duc (NTU) TCVN 12402-1:2020 | 0.27 2
| : ACH s8700-00 | ,
7 | Clo du ty do (mg/L) " H C((?)Ii) . FH ' 0.6 Trong khoang 0,2-1.0
| rimeie : N o
8 | Permanganat (mg/L) TCVN 6186:199 | 0.2 2
- N IR |
i Amoni (NH; va NHy* , e ! - ;
| HACH 8038:2017 | {PH
; ¢ tinh theo N) (mg/L) i ' = = ] :
T Ta hloride) (CT . |
10 (m‘;;j (Chloride) (CT) TCVN 6194:1996 142 250 |
| gL : . |
! Do cing, tinh theo o , I ;
| ' VN 6224:1996 3
| 11 CaCOs (mg/L) I'c 6224:199%¢ 10 300 J
: 12 | Mangan (Mn) (mg/L) HACH 81492014 | 0.001 0.1 |
| Nitrat (NOs- tinh theo _ i
| ; ,"Q:,Ef B | "
13| N) (mgll) HACH 80392014 | 0.6 11
| Nitrit (NO>- tinh S -
14 N;tg;gﬂ/\gz — HACH 8507:2015 | 0.005 0.9
s (;gSL;mm)( % HACH 81472014 | 0.004 0.3
T Sulfat (Sulfate) (SO:* s '
16 (;;L)( IR SR HACH 80512014 KPH 250

Ghi chu:

KPH: khong phat hién
LOD: gigi han phat hién
(: Chi tiéu da dwoe VILAS cong nhdn
(™) Chi tiéu dwoe thire hién boi nhe: thau phu

™™ . Gi6i han cho phép theo Quy hudn k5 thudt quoc gia vé chét heong nuede sach
(OCVN 01-1:2024/BYT)
BM-QLCL-08-12

page 2 uf 2 Rev: 05, 01/7/2025




) BO Y TE —
VIEN PASTEUR NHA TRANG S

‘ ==
KHOA SUC KHOE MOI TRUONG — BENH NGHE NGHIEP 3,Eeﬁms e

Iy,

y \ VILAT 1,003
634 DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH i ISO/IEC 17025:3017
£ 2 ~
* M&méau / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngdy / Date:
010/02/2026/HH-00 TEST REPORT 04/02/2026
S6/No: 016/02/2026
Khach hang / Client : CONG TY CO PHAN CAP THOAT NUGC KHANH HOA
Dia chi 7 Address : S6 58 Yersin, phudng Tay Nha Trang, tinh Khdnh Hoa
Lodi méu / Type of sample : NUdc may
Ngi l&y mau / Place of sampling : TO méau DMA Phudc Thay, ngé giao dusng Tinh 16 3 - Lu Giang, thén
Phudc Thay, phudng Nam Nha Trang, finh Khanh Hoa
Mo t& méu / Sample description : Méu dung trong 1 chai nhua 350 mL
Ngay l&y mau / Date of sampling :02/02/2026
Ngdy nhén mau / Sample received on :02/02/2026
Ngay kiém nghiém / Sample tested on : TUungay 02/02/2026
Thai gian Iuu mdu / Sample storage period : 10 ngdly ké 1t ngay tra két qud
Gidi han
i da
STT/ . N Kétquda/ |cho phép
& 1 tié th .
No Tén chi tiéu / Parameter Phudng phdap kiem nghiém / Test method Result ¢
Maximum
limit (*)
1 |Asen@(mg/L) QTKN/HL/11 (SMEWW - 3125:2017) <0,001 0,01
Ghi chu:

(a): Chi tiéu dudce céng nhan phu hdp vai ISO/IEC 17025:2017/ Parametfer is accredited ISO/IEC 17025:2017
(*): Gidi han téi da cho phép theo Quy chudn ky thuit qudc gia vé chdt lugng nudc sach sU dung cho muc dich sinh hoat
(QCVN 01-1:2024/BYT);

Nh@n xét: Chi tiéu dude phan tich cGa mdu nudc frén day dat chat lugng nudc sgch su dung cho mue dich sinh hogf theo QCVN
01-1:.2024/BYT.

TRUONG KHOA I VIEN TRUCNG
HEAD OF DEPARTMENT V. DIRECTOR

O VIEN TRUGNG

Nguyén Thanh Pong

BM-TT-7.8

1.Két qua nay chi cé gia tri dbi véi mau duge klcm nghlem/ This result is only valid on tested sample.
2.Khéng duge trich sao mgt phén hay toan bj két qua nay néu khong c6 sy ddng y bang vin ban cia Vién Pasteur Nha Trang,
/This test report must not be repr oduced, partially or filly, without the written approval of Pasteur Institute in Nha Trang.

3.Théng tin cua khach hang va mau do khéch hang cung cap./ The sample information are written as client's request.

6-8-10 Trin Phi, Phutng Nha Trang @ 0258 3811856 - 077 384 32 38 . =) www.ipn.org.vn @ labmoitruongipn@gmail.com



SO Y TE TINH KHANH HOA CONG HOA XA HQI CHU NGHIA VIET NAM

TRUNG TAM KIEM SOAT BENH TAT Péc lap — Tw do — Hanh phiic

KHOA XET NGHIEM - CDHA - TDCN

8.

9.

PHIEU KET QUA KIEM NGHIEM:/:\\

, a nh \\\‘\ ;
S5 /KSBT-XN-CPHA-TDCN VILAS 1092

. Tén khach hang: ~ CONG TY CO PHAN CAP THOAT NUGC KHANH HOA
. bia chi: 58 Yersin — Phuong Tay Nha Trang — Khanh Hoa

. M4 sd mau: 5926HD

Loai mau: Nuge sach dung cho muc dich sinh hoat

. Vitri ldy mau: Tai ti mau DMA Phong Chau, ngé giao duong Pong Nai - Phong Chéu.

Phuong Nam Nha Trang

. Mb ta mau: 04 lit dung trong chai nhya PE lam Hoa va 01 lit dung trong chai thuy

tinh v6 khuan lam Vi sinh
Ngay lay mau: 02/02/2026
Ngay nhan mau: ~ 02/02/2026

Thoi gian kiém nghiém: ~ 02/02/2026 dén 09/02/2026

10.Ngay hen tra két qua: 23/02/2026

11.Két qua kiém nghiém: Xem trang 2/2

Khénh Hoa, ngay 19 thang 2 nam 2026

TRUONG KHOA K1 GIAM POC

PHO GIAM POC
ML

Ths. Truwong Thi Lan Anh

Nguyén Die Tinh

Két qua nay chi co gid tri trén mau dioe kiém nghicm

Khong dugce trich sao mot phan clia két qua néy néu khing dirge sw dong ¥ bang van ban ciia gidm déc trung tam
Hét thoi gian hew mau Trung tam khing chin traci niiém v ¢ vige khiéu nai két qua kiém nghiém cia khdch hang.

Dé biét thém thong tin, xin lién hé: Khoa xér nghiem — CDHA - TDCN, dia chi: 04 Quang Trung — Nha Trang —

Khanh Hoa. Dicn thogi: 02383360811

BM-QLCL-08-12 page I of J Rev: 05, 01/7/2025



VUA KIEM NGHIEM

(mg/L)

A F g A r > ; I
OIS thic | Két qua Gi6i han cho phép ¢+
TT | nghiém/Don vi tinh !
. | | Pinhluong Coliforms e ® j 21
téng s6) TCVN 6187-1:2019 | 0 |
Phuong phép mang loc =& | ;
. .(1) i
2 |t humg B.Colt TCVN 6187-1:2019 0 <1
Phuong phap mang loc A
, KPH
qu s ™) 'H 8025:2014 1
3 | Mau sic (TCU) HACH 80 Ot4 LOD=17 3 ‘
TKT-HNMV-(9:2003
A (Y Q i Khono (': e '] A A 11 |
| 4 | Mui (RefSMEWW 2150:2023) | Khong phat hién mui Khong ¢6 mui la |
L . s R
5 |pH® TCVN 6492:2011 | 6.96 Trong khoang 6,0-8.5 |
i | |
T
6 | Do duc (NTU) TCVN 12402-1:2020 | 0.27 2 ‘
<; { :
’ HACH 58700-00 *‘ . |
7 | Clo du tu do (mg/L) A“ 5_87 : | 0.6 Trong khoang 0,2-1,0
Colorimeter !
§ | Permanganat (mg/L) TCVN 6186:1995 0.2 2 ‘
Amoni (NH3 va NH4+ -_ “_ o N I
HACH 8038:2017 KPH 1 é
4 tinh theo N) (mg/L) : !
Clorua (Chloride) (CI) o |
10 TCVN 61941996 14.2 250 5
(mg/L) - |
D§ cimg, tinh theo |
- CVN 6224:1996 1 30
1 | 6ac (mg/L) ik 62 § 0 0
12 | Mangan (Mn) (mg/L) HACH 8149:2014 0.001 0.1
Nitrat (NOs- tinh theo T )
| "H 8039:201- | ).6
13 N) (mg/L) HACH 8039:2014 | 0.6 11 |
! Nitrit (NO>- tinh theo
| 14 507:2015 ).005 , |
14 N) (mg/L) HACH 8507:201 0.005 0,9 |
[ S& F =
| 15 | 2% Wemum) () HACH 8147:2014 0,004 0,3 |
| (mg/L) B |
l Sulf; Ifat 2 - ]
| 15 | SRMARRINTR) (3C5") HACH 8051:2014 | KPH 250

Ghi chu:

KPH: khong phat hién
LOD: gidi han phat hién

*) » . A ~ ~ - ] A
). Chi tiéu da dwoe VILAS cong nhan

). Chi tiéu dwoc thire hién boi nha thau phu

(***)

BM-QLCL-08-12

page 2 of 2

: Gioi han cho phép theo Quy cludn & thudt quic gia vé chat lirong nueée sach
(OCVN 01-1:2024/BYT)
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BOYTE o
VIEN PASTEUR NHA TRANG S

KHOA SUC KHOE MOI TRUONG - BENH NGHE NGHIEP i?;"m e

""r \\

Y S VILAT 1,0036
MY~ DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH 3" |sO/EC 17025:2017
M& mdau / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
011/02/2026/HH-00 TEST REPORT 04/02/2026
SO6/No: 017/02/2026
Khach hang / Client : CONG TY CO PHAN CAP THOAT NUGC KHANH HOA
Bia chi 7 Address : 86 58 Yersin, phudng Tay Nha Trang, tinh Khanh Hoa
Loai méu / Type of sample : Nudic may
Ngi I&y méu / Place of sampling : T0 méu DMA Phong Chau, ngéa gico dudng Bdng Nai - Phong Chau,
phudng Nam Nha Trang, finh Khanh Hoa
M6 ta mau / Sample description : Méu dung trong 1 chai nhya 350 mL
Ngay l&y mau / Date of sampling :02/02/2026
Ngay nhdn mau / Sample received on :02/02/2026
Ngay kiém nghiém / Sample tested on : Tungay 02/02/2026
Thai gian Iuu méu / Sample storage period : 10 ngay ké ti ngay tra két qua
Gidi han
t6i da
STT/ E . e, 5 Kétquda/ |cho phép
M Tén chi tiéu / Parameter Phudng phap kiém nghiém / Test method Result )
Maximum
limit (*)
1 |Asen®@ ) (mg/L) QTKN/HL/11 (SMEWW - 3125:2017) < 0,001 0,01
Ghi chu:

(a): Chi tiéu duidc cong nhan phu hgp vdi ISO/IEC 17025:2017/ Parameter is accredited ISO/IEC 17025:2017
(*): Gidi han 1éi da cho phép theo Quy chudn ky thuit qudc gia vé chdt lugng nudc sach st dung cho muc dich sinh hogt
(QCVIN 01-1:2024/BYT);

Nh@n xét: Chi tisu dude phan tich cia mdu nudc trén ddy dat chat ludng nudc sach st dung cho muc dich sinh hoat theo QCVN
01-1:2024/8YT.

TRUSGNG KHOA LT VIEN TRUBNG
HEAD OF DEPARTMENT \/-DIRECTOR
/ / PHO VIEN TRUONG
Ho6 Vian Quoc

Nguyén Thanh Péng

BM-TT-7.8

1. Két qua nay chi cé gia tri dbi voi méu dirgce leI‘ll nghi¢m./ This result is only valid on tested sample.
2.Khéng duoge trich sao mét phan hay toan b két qua nay néu khéng o sir dong ¥ bang vin ban cua Vién Pasteur Nha Trang.
/This test report must not be npwduced partially or fully, without the written approval of Pasteur Institute in Nha Trang.

3.Théng tin cia khach hang va mau do khach hang cung cép./ The sample information are written as client's request.

6-8-10 Tran Phd, Phudng Nha Trang @ 0258 3811856 - 077 384 32 38 WWW.Ipn.org.vn @ labmoitruongipn(@gmail.com




SO'Y TE TINH KI [ANH HOA CONG HOA XA HOI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT Péc lap — Ty do — Hanh phiic

KHOA XET NGHIEM - CPHA - TDCN

wn

8.

. Tén khach hang:

Dia chi:

. Mi sO0 mau:

Loai mau:

Vi tri lay mau:

Mo ta mau:

Ngay ldy mau:

Ngay nhan mau:

| _ VILAS 1092 f
CONG TY CO PHAN CAP THOAT NUOC KHANH HOA

58 Yersin — Phuong Tay Nha Trang — Khanh Hoa
6026HD
Nude sach dung cho muc dich sinh hoat

Tai tt mau DMA Thuy Xuong. duong Qudc 16 1A, thon Cu Thanh, xa
Sudi Hiép

04 lit dung trong chai nhya PE lam Hoa va 01 lit dung trong chai thuy

tinh vo khuan lam Vi sinh
02/02/2026

02/02/2026

9. Thoi gian kiém nghiém:  02/02/2026 dén 09/02/2026
10.Ngay hen tra két qua: 23/02/2026
11.Két qua kiém nghiém: Xem trang 2/2
Khdnh Hoa, ngay 0) thdng 02ndam 2026
TRUONG KHOA KI.GIAM POC,

2

Ths. Trwong Thi Lan Anh

PHO G

Nguyén Pite Tinh

Két qua nay chi cé gid tri trén mau dugc kiém ngh o,
Khong duoc trich sao mot phan cua két g niy néu khing dige s dong ¥ bang van ban cua gidm déc trung tam

Hét thoi gian lwu mau Trung tam khong chiu trdach nhiém vé viéc khiéu nai két qua kiém nghiém cua khdch hang.
Dé biét thém thong tin, xin lién hé: Khoa Xét nghien: — CHOHA - TDCN, dia chi: 04 Quang Trung — Nha Trang —
Khanh Hoa. Pién thogi: 0258 3560.811

BM-QLCL-08-12

page 1 of 2 Rev: 05, 01/7/2025



Tén chi tiéu Xét
nghiém/Pon vi tinh

Dinh lugong Coliforms

|

Gi6i han cho phép (¥%7)

' téng s6© T(VN 6187-1:2019 | 0 ol |
Phuong phap mang loc - L N
3 : £ () { i
2| Sk dueng Eal TCVN 6187-1:2019 | 0 | <1
Phuong phép mang loc |
= T
. ) KPH l
- by - (*) 1 .»-)- 2‘ '
3 | Mau sic (TCU) HACH 8025 LOD=1.7 15
| TKT-HNMV-09:2003 |
i 3 () Q e I Ao od il
" 4 | M (Ref SMEWW 2150.2023) 1 Khong phat hi¢n mui | Khong ¢é mui la \
B St ST e = ]
| 5 |pH® TCVN 6492:201 1 6.93 ' Trong khoang 6,0-8.5 !
6 | Do duc (NTU) ™) TCVN 12402-1:2020 | 0,33 2 |
Io | |
| : HACH 58700-00 | _ , |
i 7 | Clo du ty do (mg/L) C(;)Ilirim r ; 0.6 Trong khoang 0.2-1.0
i ele | |
| 8 | Permanganat (mg/L) TCVN 6186:1996 | 0.2 2
a . * _
i Amoni (NH3 va NHs* e i . J
HACH 8038:2017 | Pl
\ B | e N) (mg/L) CH 8038 | KPl I
| hlori I PR )
10 Clor’f (Chlonde) (el) TCVN 6194:1996 14,2 250 |
| (mgl) S - |
i DB cung, tinh theo , l i
! . 274-1G¢ i
1| Cacos (muL) TCVN 6224:1996 | 18 300 |
12 | Mangan (Mn) (mg/L) 'HACH 8149;201 4 0.003 0.1 J
i = S R — ! I
| Nitrat (NO;- tinh theo ! i
13 39:20 |
| |3 N) (mg/L) HACH 8039:2014 0.7 11 ;
1' Nitrit (NOa- tinh theo T ) _ 1
"H 8507:201 5 03
I 14|\ (mg/L) HACH 8507:201 : | 0,003 0.9
Sét (F F T
15 (;gﬁsmm)( 2. HACH 8147:2014 | 0,007 0,3
Sulfat (Sulfate) (SO MSCETINE T :
g | SEeer(Baliag GO HACH 8051:2014 KPH | 250

(mg/L)

Ghi chu:

KPH: khong phat hién
LOD: giéi han phat hién
™. Chi tiéu da dwoe VILAS cong nigin

* i -~ o i v A
) Chi tiéu dieoc thire hién bori nha thau phu

(**%) .
(OCVN 01-1:2024/BYT)
BM-QLCL-08-12

N 0 2
PAEC < 0f -

: Gioi han cho phép theo Quy chudn ki thudt quéc gia vé chdt lwong nuoce sach

Rev: 05, 01/7/2025



BO Y TE v,
N2

VIEN PASTEUR NHA TRANG S
=R AOSC

KHOA SUC KHOE MOI TRUONG - BENH NGHE NGHIEP =375 (it oo%
DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH ol ISO/IEC 17025:2017

* M& méu / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
012/02/2026/HH-00 TEST REPORT 04/02/2026
Sé/No: 018/02/2026
Khach hang / Client : CONG TY CO PHAN CAP THOAT NUGC KHANH HOA
Bia chi 7 Address : 56 58 Yersin, phudng Tay Nha Trang, tinh Khéanh Hoa
Lodti mau / Type of sample : Nudc may
Ngi l&y méu / Place of sampling : TG mdu DMA Thly Xuong, dudng qudc 16 1A, thén Cu Thanh, x& Sudi
Hiép, tinh Khanh Hoa
M té mau / Sample description : M&u dung trong 1 chai nhya 350 mL
Ngay &y mau / Date of sampling :02/02/2026
Ngdy nhan mau / Sample received on :02/02/2026
Ngay kiém nghiém / Sample tested on : Tungay 02/02/2026
Thai gian luu mdau / Sample storage period : 10 ngay ké ti ngay tra két qua
' Giéi han
t6i da
S:;CT) / Tén chi tiéu / Parameter Phuong phap kiém nghiém / Test method KZL:EI: ! cho(‘g:)?ep
Maximum
limit (%)
1 |Asen@(mg/L) QTKN/HL/11 (SMEWW - 3125:2017) <0,001 0,01
Ghi chu:

(a): Chi tiéu dude cong nhan phu hop vai ISO/IEC 17025:2017/ Parameter is accredited ISO/IEC 17025:2017
(*): Gidi han t6i da cho phép theo Quy chudn ky thuit quéc gia vé chdt lugng nudc sach st dung cho muc dich sinh hoat
(QCVN 01-1:2024/BYT);

Nhdn xét: Chi tiéu dudc phan tich cGa mdu nudc trén day dat chét lugng nudc sach st dung cho muc dich sinh hoat theo QCVN
01-1:2024/BYT.

TRUGNG KHOA |U1:VIEN TRUGNG
HEAD OF DEPARTMENT V. DIRECTOR
vn}: N TRUONG

Nguyén Thanh Déong

BM-TT-7.8

1.Két qua nay chi c6 gié trj ddi voi mau duge kiém nghiém./ This result is only valid on tested sample.
2 Khéng dugc trich sao mét phan hay toan b két qua nay néu khong co sy dong y bang vin ban cua Vién Pasteur Nha Trang.
[This test report must not be reproduced, partially or fully, without the written approval of Pasteur Institute in Nha Trang.
3.Thong tin cha khach hang va mau do khach hang cung cap./ The sample information are written as client's request.

6-8-10 Trin Phii, Phutng Nha Trang @ 0258 3811856 - 077 384 32 38 WWW.ipn.org.vn labmoitruongipn(@gmail.com




SO Y TE TINH KHANH HOA CONG HOA XA HQI CHU NGHIA VIET NAM

TRUNG TAM KIEM SOAT BENH TAT Poc lap — T do — Hanh phic

KHOA XET NGHIEM - CPHA - TDCN

\.\n|u/,’/’

\
g
Sl

S6:. M. /KSBT-XN-CPHA-TDCN

!

I. Ténkhich hang: CONG TY CO PHAN CAP THOAT NUGC KHANH HOA-AS 10921
2. Dia chi: 58 Yersin — Phuong Tay Nha Trang — Khanh Hoa
3. Ma sd mau: 612611D
4, Loai mau: Nude sach ding cho muc dich sinh hoat
5. Vitriliy mdu:  Tai tt mau Phu An Nam 2 - gan ngd giao dudng 23/10 - Ba Dé, xa Dién
Khanh
6. Mo ta miu: 04 1it dung trong chai nhua PE lam Hoéa va 01 lit dung trong chai thuy
tinh vo khuan lam Vi sinh
7. Ngay lay mau: 02/02/2026
8. Ngay nhan mau:  02/02/2026
9. Thoi gian kiém nghiém:  02/02/2026 dén 09/02/2026
10, Ngay hen tra két qua: 23/02/2026
11.Két qua kiém nghi¢m: Xem trang 2/2
Khdnh Hoa, ngay 9 thang 02ndm 2026
TRUONG KHOA K. GIAM POC

PHO GIAM POC

“hdl

—
Ths. Trwong Thi Lan Anh

Nguyén Dite Tinh

Két qua nay chi ¢o gid tri trén mau diegc kiem nghient.

Khéng ducc trich sao mol phan cua két qua nin nén khing dieoe sw dong ¥ bang van ban cia gidm doc trung tam
Hét thoi gian lwu mdu Trung tdm khong chiu trach rhicm V6 vide khiéu nai két qua kiém nghiém cua khdch hang.
Dé biét thém thong tin, xin lién hé: Khoa Xét nghigri - CDHA - TDCN, dia chi: 04 Quang Trung — Nha Trang —
Khanh Hoa. Pién thoai: 0258.3560.5811

BM-QLCL-08-12 page I of 2 Rev: 05, 01/7/2025



= 74

| TG TAR 7z
| Tén chi tin Xee N (LSO BT j I
T nghigniffl)oflell:zi t‘ianh <PhieH thir ! Két qui - Gidvi ian cho phép (*"""‘}!:
- - ~it™ LN | -
.| | Pinhluong Coliforms o | <1 |
; tong so!” TCVN 6187-1:2019 | 0
‘{ Phuong phap mang loc & ' | |
| ~: - (%) ] B ﬁ
Bl s b TCVN 6187-1:2019 | 0 | <1
| Phuong phap mang loc i ‘,
] N KPH
a au sic (TCU) HACH 8025:2( ; 5
| 3 | Mau sac ( ) CH 8025:2014 | LOD=1.7 15 |
\ i B 1
f ) QTKT-HNMV-09:2003 | . . . B o e !
4 | Mui (Ref SMEWW 2150:2023) 1[ KChéng phat hién mui Khong cé mui la ‘
I~ " | - | ’ ]
.5 |pH®Y TCVN 6492:2011 g 6.94 Trong khoang 6,0-8.5 |
' * }P o
6 | Do duc (NTU) ™ TCVN 12402-1:2020 | 0.77 2 |
) HACH 58700.00 1 |
-7 | Clodutwdo (mg/L) " Collj)rim" 1- r‘ i 0.8 Trong khoang 0,2-1.0
i ; e i :
8 | Permanganat (mg/L) TCVN 6186:1995 | 0.3 > i
Amoni (NH; va NHy" L D | ]
a HACH 8038:2017 | p |
9 | o theo N) (mg/L) IACH 8038:20 | KPH 1 ,
i : _ s — -
| Cl de) (Cl =
10 (m(;r/g (il enda) (L) TCVN 6194:1996 | 14.2 250
D6 cimg. tinh theo S '
!, 1| o005 (myL) TCVN 6224:1996 14 300
' 12 | Mangan (Mn) (mg/L) HACH 8149:2014 | 0.008 0.1 |
Nitrat (NOs- tinh theo o 1|
. 39:20]« ;
| 131y (mg/L) HACH 8039:2014 | 0.7 11
- | Nitrit (NO»- tinh theo I I ‘ Y
14N () HACH 8507:2015 0.004 0.9 =
| Sét (F F )
15 (;ggLf):rrum)( ©) HACH 8147:2014 | 0.047 0.3
|
Sulfat (Sulfate) (SOs> |
16 (;gfL)( itate} (5047 HACH 80512014 | KPH 250

Ghi chu:

KPH: khong phat hi¢n
LOD: gidi han phat hién
™: Chi tiéu da duoc VILAS cong nhan

™: Chi tiéu dwoc thiee hién boi nha théau phu

* ok ok . re - : ~ - 5 . A £ .
") - Gi6i han cho phép theo Quy chuan kY thudt quoc gia vé chat heong meée sach

(OCVN 01-1:2024/BYT)

BM-QLCL-08-12

jop 2 ,)Ij

Rev: 05, 01/7/2025




BO Y TE o

VIEN PASTEUR NHA TRANG NS m
2 A e - - _ HECWRA  AOsC

KHOA SUC KHOE MOI TRUONG - BENH NGHE NGHIEP ’,//_\//‘-—;‘\\‘“:\ VILAT 1.0036

DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH ™\ 1SO/IEC 17025:2017

M& méu / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
013/02/2026/HH-00 TEST REPORT 04/02/2026
S6/No: 019/02/2026
Khach hang / Client : CONG TY CO PHAN CAP THOAT NUGC KHANH HOA
Dia chi 7 Address : S6 58 Yersin, phudng Tay Nha Trang, tinh Khanh Hoa
Loai méu / Type of sample : Nudc may
Noi l&y méu / Place of sampling : TG m&u Phu An Nam 2 - gdn ngd giao dudng 23/10 - Ba D&, x& Dién
Khanh, tinh Khdanh Hoa
M t& mau / Sample description : Mau dung trong 1 chai nhya 350 mL
Ngay ldy mau / Date of sampling :02/02/2026
Ngay nhén mau / Sample received on :02/02/2026
Ngay kiém nghiém / Sample tested on : TU ngay 02/02/2026
Thdi gian luu mdau / Sample storage period : 10 ngay ké ti ngay tra két qua
Gidi han
16i da
SLZ” Tén chi tiéu / Parameter Phudng phap kiém nghiém / Test method K?ezz]: ! Chcz.f’;"ep
Maximum
limit (*)
1 |Asen® (mg/L) QTKN/HL/11 (SMEWW - 3125:2017) <0,007 0,01

Ghi chu:

(@): Chi tiéu dude céng nhan phu hdp vdi ISO/IEC 17025:2017/ Parameter is accredited ISO/IEC 170252017

(*): Gidi han t6i da cho phép theo Quy chudn ky thuat quéc gia vé chdt lugng nude sach su dung cho muc dich sinh hoat
(QCVN 01-1:2024/BY'T),

Nh@n xét: Chi tiéu dude phan tich cda mdu nudc frén day dat chat lugng nudc sach si dung cho mue dich sinh hoat theo QCVIN
01-1:2024/BYT.

TRUONG KHOA (1< VIEN TRUGNG
HEAD OF DEPARTMENT V. DIRECTOR
-

PHO VIEN TRUGNG

[

Hb Viin Qubc

Nguyén Thanh Déong

BM-TT-7.8
s

1.Két qua nay chi co gia tri déi vGi mau dirge klem nghlem [ This result is only valid on tested sample.
2.Khéng dugec trich sao mét phan hay toan b két qua nay néu khéong c6 su déng y bang vin ban cua Vién Pasteur Nha Trang.
[This test report must not be fé'piadh'(ed partially or fully, without the written approval of Pasteur Institute in Nha Trang.

3.Théng tin cta khach hang va mau do khach hang cung cap./ The sample information are written as client's request.

6-8-10 Tran Phi, Phudng Nha Trang @ 0258 3811856 - 077 384 32 38 WWW.ipn.org.vn @Iabmmtruongipm‘u omail.com




SO Y TE TINH KHANH HOA CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT Poc 1ap — Tu do — Hanh phiic

KHOA XET NGHIEM - CBHA - TDCN

PHIEU KET QUA KIEM NGHIEM PEENRA
S6:.. 42 ... /KSBT-XN-CPHA-TDC inli W

VILAS 1092
I. Ténkhdch hang: CONG TY CO PHAN CAP THOAT NUGC KHANH HOA

2. bia chi: 58 Yersin - Phuong Tiy Nha Trang — Khanh Hoa

3. Mai sb mau: 6226HD

4. Loai mau: Nude sach dung cho muc dich sinh hoat

5. Vitri lé&/ mau: Tai nha may nuoc Vo Canh, thon V3 Canh, phuong Téy Nha Trang
6. MO ta mau: 04 1it dung trong chai nhua PE lam Héa va 01 lit dung trong chai thuy

tinh v6 khuan 1am Vi sinh
7. Ngay lay mau: 02/02/2026
8. Ngay nhan mau:  02/02/2026
9. Thoi gian kidm nghiém:  02/02/2026 dén 09/02/2026

10.Ngay hen tra két qua: 23/02/2026

11.Két qua kiém nghiém: Xem trang 2/2
Khénh Hoa, ngay 03 thango 2nam 2026
TRUONG KHOA K. GIAM POC

HO GIA "DOC

g/

Ths. Truong Thi Lan Anh

Nguyén Dic Tinh

- Két qua nay chi ¢é gid tri trén mau duoe kigm ng!n .
- Khong duoe trich sao mot phan cia ket qua nay neu khovig diege su dong ¥ béng van ban cua giam déc trung tam
Hét thoi gian heu mdu Trung tam khong chiu trach & hiémi vé vide khiéu nai két qua kiém nghiém cua khach hang.
Dé bidt thém thong tin, xin lién hé: Khoa Xér nghién: - CDHA - TDCN, dia chi: 04 Quang Trung — Nha Trang —
Khédnh Hoa. Pién thoai: 0258.3560.51]
BM-QL.CL-08-12 page [ of 2 Rev: 05, 01/7/2025



Tén chi tiéu Xét

Gioi han cho phép (%)

!
i
1
'
H

TT | nghiém/Don vi tinh )
f | Dinh lugng Coliforms ; <1 ‘ 5
; tong 0 TCVN 6187-1:2619 | 0
i Phuong phép mang loc . g
. o) . .(*) i
=) S igihg B.Col TCVN 6187-1:2019 | 0 <1 |
Phuong phap mang loc ! :
T — 1
. | KPH i
au sac (TCU) HACH 8025:2014 : | 15
3 | Mau sac (TCU) ACH 8025:2( | LOD=1.7

QTKT-HNMV-(9.2003

g \ - (F) N - é - i A or 2 i
4 | Mui (Ref SMEWW 2150:-2027) [ Khong phdt hién mui Khong ¢6 mui la
5 |pH® TCVN 6492:201 1 6.91 Trong khoang 6.0-8.5
6 | D6 duc (NTU) © TCVN 12402-1.2020 | 0.19 2
L. PRI
5 : HACH 58700-00 : , s
7 | Clo du ty do (mg/L) cH o i 0.9 Trong khoang 0,2-1.,0 |
Colorimeter | i
F ; = : 4
8 | Permanganat (mg/L) TCVN 6186:199¢ | 0.3 2 |
Amoni (NH; va NHy" i aa
HACH 80382617 | Kp 1 :
® | tinh thes N (mg/L) i | i |
.d 3 = e I e ‘J
g | e Clords) (CF) TCVN 6194:1996 142 250 |
(mg/L) R S |
! D0 cung, tinh theo , |
: “VN 6224:1996 4
1| aC0s (mwl) TCVN 6 r ﬁawffm | | ) 300
.12 | Mangan (Mn) (mg/L) HACH 8149:2014 | 0.002 0.1
Nitrat (NOs3- tinh theo i . — ._.__};_‘.‘—,ﬁﬁ o
{ 13 TACH 8039:2011 4 i 0.
| 13 N) (mg/L) HACH 80 | 37 1
| Nitrit (NO- tinh theo e« B e
HACH 8507:701 5 005 9
| 14 X0, Gl IACH 85( | 005 0,
| Sét (F F _ o o i =
| 1y |2 Canuin) (o HACH 81472014 | 0,015 0.3 |
! (mg/L) ; ;
| Sulfat (Sulfate) (SO ) N ]
16 | HACH 8051:2014 | KPH 250 |
. | (mg/L) L |
Ghi chu:
KPH: khong phat hi¢n
LOD: gi6i han phat hién
A ™) Chi tiéu da dwoc VILAS cong ihdan

(. Chi tiéu diroc thiee hién boi nhe thiu phu

(***}
(OCVN 01-1:2024/BYT)
BM-QLCL-08-12

: Gioi han cho phép theo Quv chudn ky' thudt quoc gia vé chat lwong nirde sach

Rev: 05, 01/7/2025



) BOYTE —
VIEN PASTEUR NHA TRANG S

AOSC

KHOA SUC KHOE MOI TRUONG - BENH NGHE NGHIEP ~

g ¥ VILAT 1.0036
DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH e ISO/IEC 17025:2017
M& méu / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
014/02/2026/HH-00 TEST REPORT 04/02/2026
S6/No: 020/02/2026
Khach hang / Client :CONG TY c& PHAN CAP THOAT NUGC KHANH HOA
Dia chi / Address : Sé 58 Yersin, phudng Tay Nha Trang, tinh Khénh Hoa
Loai mau / Type of sample : Nudc may
Noi ldy mdu / Place of sampling : Nha may xU ly nude V& Canh, thén Vo Canh, phudng Tay Nha Trang,
tinh Khanh Hoa
M6 té méu / Sample description : Méu dung trong 1 chai nhua 350 mL
Ngay ldy méu / Date of sampling :02/02/2026
Ngay nhadn mau / Sample received on :02/02/2026
Ngay kiém nghiém / Sample tested on : Tungay 02/02/2026
Thai gian luu mau / Sample storage period : 10 ngay ké ti ngay tra két qua
Gidi han
téida
STT/ . . 3 : Kétquda/ |chophép
No Tén chi tiéu / Parameter Phudng phdp kiém nghiém / Test method Result 0/
Maximum
limit (*)
1 |Asen® (mg/L) QTKN/HL/11 (SMEWW - 3125:2017) <0,001 0,01
Ghi chu:

(a): Chi tiéu dudc céng nhan phu hop vdi ISO/IEC 17025:2017/ Parameter is accredifed ISO/IEC 17025:20 17

(*): Gidi han t6i da cho phép theo Quy chudn ky thuit qudc gia vé chat lugng nudc sach su dung cho muc dich sinh hoat
(QCVN 01-1:2024/BYT);

Nhan xét: Chi fiéu dude phan tich ciia mdéu nude frén day dat chat lugng nudc sach su dung cho muc dich sinh hoat theo QCVN
01-1:2024/BYT.

TRUGNG KHOA |CT-VIEN TRUGNG
HEAD OF DEPARTMENT V. DIRECTOR

PHO VIEN TRUONG

Nguyén Thanh Pong

BM-TT-7.8

1.Ké&t qua nay chi ¢6 gié tri dbi vai mau duge kiém nghié¢m./ This result is only valid on tested sample.
2 Khong duge trich sao mot phan hay toan b két qua nay néu khong co sy déng v bing van ban cua Vién Pasteur Nha Trang.
[This test report must not be reproduced, partially or fully, without the written approval of Pasteur Institute in Nha Trang.

3.Théng tin cua khach hang va mau do khéach hang cung cap./ The sample information are written as client's request.

6-8-10 Tran Phi, Phudng Nha Trang @ 0258 3811856 - 077 384 32 38 WWW.ipn.org.vn @ labmoitruongipn(@gmail.com




SO Y TE TINH KHANH HOA CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT Pic lap — Tu do — Hanh phiic

KHOA XET NGHIEM - CPHA - TDCN

PHIEU KET QUA KIEM NGHIEM%%%@G
S5:. 43, /KSBT-XN-CPHA-TDCN IS

_‘ | ‘ VILAS 1092 |
1. Ténkhachhang: CONG TY CO PHAN CAP THOAT NUGC KHANH HOA

2. biachi: 58 Yersin — Phuong Tay Nha Trang — Khanh Hoa
3. Ma s6 mau: 6326HD
4. Loai mau: Nuée sach diung cho muc dich sinh hoat

5. Vitri ldy madu:  Tai nha may nude Xuin Phong, thon Phu Binh, phuong Tay Nha Trang

6. MO ta mau: 04 1it dung trong chai nhua PE lam Hoa va 01 lit dyng trong chai thuy

tinh vo khuan lam Vi sinh
7. Ngay ldy mau: 02/02/2026
8. Ngay nhan mau:  02/02/2026
9. Thoi gian kiém nghiém:  02/02/2026 dén 09/02/2026

10.Ngay hen tra két qua: 23/02/2026

11.Két qua kiém nghiém: Xem trang 2/2
Khdnh Hoa, ngay 09 thdng oondm 2026
TRUONG KHOA K_I. GIAM POC
e

Ths. Truong Thi Lan Anh

Nguyén Dite Tinh

Keét qua nay chi co gid tri trén mu dege kicm H;::"r:gf'w

Khong dugc trich sao mot phdn ciia két qua nay néu khang duoe sw dong y bang van ban cua gidm doc trung tam

- Hét thoi gian luw mdu Trung tam khong chi trach rihiém vé viée khiéu nai két qua kiém nghiém cua khdch hang.

- Dé biét thém thong tin, xin lién hé: Khoa Xét nghign: — COHA - TDCN, dia chi: 04 Quang Trung — Nha Trang —
Khanh Hoa. Dién thoai: 02583560811

BM-QL.CL-08-12 paga [ of ? Rev: 05, 01/7/2025



N\ KIEM NGHIEM

1

| T
! i
| Tén chi tiéu Xét 4 . T
' T o Két Gidi han cho phép (%)
! TT | nghiém/Pon vi tinh chqua ot Hon.chophep { 7 }
- | | Pinh lugng Coliforms i |
| tong so'” TCVN 6187-1:2019 0
; Phuong phép mang loc j :
é - (%)
| 2 | Biah/uons G TCVN 6187-1:2019 0 <1 |
| Phuong phap mang loc . '
3| Maw sde (TCUY HACH 8025:2014 et | 13
| A LOD=1,7 ! |
P - |
| QTKT-HNMV-(9:2003 5
i y * (t) . ARG - ta W A - 4 e |
i 4 | Mui (Ref: SMEWW 2150-2023) | Khong phat hién mui Khoéng c6 mui la !
| |
{5 |pH® TCVN 6492:201 | 6.92 Trong khoang 6,0-8.5 |
| 6 | Do duc (NTU) TCVN 12402-1:2020 0.23 2 |
| . ACH 58700-00 )
' 7 | Clo du ty do (mg/L) ) HACH 5’:87 - 0.8 Trong khoang 0.2-1.0 |
; Colorimeter 2 - :
8§ | Permanganat (mg/L) TCVN 6186:1996 0.3 2 '
r- —— e — —
| Amoni (NH; va NH;* o s
: HACH 8038:2017 KPH 1
5 4 tinh theo N) (mg/L)
! lori ; -
[ g | e [leizg L) TCVN 6194:1996 14.2 250
: (mg/L) =
5 D§ cimg, tinh theo . - '
| ¥ : 224:1996 -+ 0
| .| parm (/L) TCVN 6224 177 ( 1 30
" 12 | Mangan (Mn) (mg/L) HACH 8149:2014 0,001 0.1
~_ I'Nitrat (NOs- tinh theo PR

13 HACH 8039:2014 0.7 11 '
N (mgL) |
] Nitrit (NO;- tinh theo e o ) 005 :
: 14 N) (mg/L) HACH 8507:2015 0.005 0.9 |
Sat (F F . |
| 15 | ey (e HACH 8147:2014 0.004 0.3
1 (mg/L)
E t g - . -
|1 | oiECSulians) (B0:) HACH 8051:2014 KPH 250
| (mg/L)

Ghi chu:

KPH: khoéng phat hié¢n
LOD: gidi han phét hién
). Chi tiéu da dwoc VILAS cong nhdn

kk) 9 e - ' . 7. 8 2
) Chi tieu dwoc thiee hién boi nli thau phu

(***)
(OCVN 01-1:2024/BYT)
BM-QLCL-08-12

? i'ifl.‘f‘

page -

: Gidi han cho phép theo Quy cnudn k¥ thudt quoc gia vé chat lwong nirde sach

Rev: 05, 01/7/2025



_ BO YTE il
VIEN PASTEUR NHA TRANG NS
KHOA SUC KHOE MOI TRUONG — BENH NGHE NGHIEP ;'mﬁ‘ SRS

DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH s ISOXéLéTl '1'82053801 7
M& mau / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
015/02/2026/HH-00 TEST REPORT 04/02/2026
S0/No: 021/02/2026
Khdach hang / Client :CONG TY CO PHAN CAP THOAT NUGC KHANH HOA
Bia chi / Address : S6 58 Yersin, phudng Tay Nha Trang, tinh Khéanh Hoa
Logi mau / Type of sample : Nudc may
Noi i&y méu / Place of sampling : Nha may xU ly nudc Xudn Phong, thédn Phu Binh, phudng Tay Nha
Trang, finh Khanh Hoa
M& ta mau / Sample description : Méu dung trong 1 chai nhya 350 mL
Ngay ldy mau / Date of sampling :02/02/2026
Ngdy nhan mau / Sample received on :02/02/2026
Ngay kiém nghiém / Sample tested on : TUngay 02/02/2026
Thai gian luu mau / Sample storage period : 10 ngay ké tUr ngay tra két qua
Gidi han
téi da
Sr:l | Ton chitisu s Parameter Phudng phap kidm nghism / Test method K;L:Eﬁ / Cho(.??ep
Maximum
limit (*)
1 |Asen® (mg/L) QTKN/HL/11 (SMEWW - 3125:2017) <0,001 0,01

Ghi chu:

(@) Chi tiéu dudc cong nhdn phu hop vdi ISO/IEC 17025:2017/ Parameter is accredited ISC/IEC 17025:2017

(*): Gidi han 16i da cho phép theo Quy chudn ky thuit qudc gia vé chat ludng nude sgch s( dung cho muc dich sinh hoat
(QCVN 01-1:2024/BYT);

Nhén xét- Chi tiéu dudc phdn tich cta mdu nudc trén ddy dat chdt ludng nudc sach st dung cho muc dich sinh hoat theo QCVIN
01-1:2024/BYT.

TRUGNG KHOA 1 VIEN TRUGNG
HEAD OF DEPARTMENT V.DIRECTOR
i HO \‘E’\"H\LO'\'

Nguyén Thanh Déng

BM-TT-7.8
ST

1.Két qua nay chi ¢ gié tri d6i v6i miu duge klem nghwm/ This result is only valid on tested sample.
2.Khong dugc trich sao mot phan hay toan bo két qua nay néu khong co su dbng y bang van ban cia Vién Pasteur Nha Trang.
/This test report must not be fepma’m ed, partially or fully, without the written approval of Pasteur Institute in Nha Trang.

3.Thong tin ctia khach hang va miu do khich hang cung cap./ The sample information are written as client's request.

@ 6-8-10 Tran Phii, Phuong Nha Trang 7258 3811856 - 077 384 32 38 WWW.1pn.org.vn labmoitruongipn(@gmail.com
g 2 258 3811856 - 077 384 32 38 f S gIpNg




SO Y TE TINH KHANH HOA CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT Péc lap — Tu do — Hanh phic

KHOA XET NGHIEM - CPHA - TDCN

PHIEU KET QUA KIEM NGH[E
S6... 48 . /KSBT-XN-CDHA-TDCN

VILAS 1092 3
I. Ténkhach hang: CONG TY CO PHAN CAP THOAT NUOC KHANH HOA

2. Dia chi: 58 Yersin — Phuong Tay Nha Trang — Khanh Hoa

3. Ma s mau: 6426HD

4. Loai mau: Nude sach dung cho muc dich sinh hoat

5. Vi tri lay mau: Tai ti mau KCN Dién Phu. dudng Qude 16 1A, xa Dién Dién

6. Mo ta mau: 04 lit dung trong chai nhya PE 1am Hoa va 01 lit dung trong chai thuy

tinh vé khuan lam Vi sinh
7. Ngay lay mau: 02/02/2026
8. Ngay nhan miu:  02/02/2026

9. Thoi gian kiém nghiém:  02/02/2026 dén 09/02/2026

10.Ngay hen tra két qua: 23/02/2026
11.Két qua kiém nghiém: Xem trang 2/2
Khanh Hoa, ngay Y9 thdang ©2ndm 2026
TRUONG KHOA Ki. G1AM BOC , .

PHO GIAM BOC

gy

Ths. Trwong Thi Lan Anh

Nguyén Pitc Tinh

Két qua nay chi ¢d gid tri trén mau dwoc kiem nghiém
Khéng duge trich sao mot phan ciia két qua nay né i khong dwoe sw dong Y bang vdn ban ciia gidm doc trung tam
Hét thoi gian lwu mau Trung tam khong chiu trdach nhiém vé viée khiéu nai két qua kiém nghiém cua khach hang.
- Dé biét thém thong tin, xin lién hé: Khoa Xét nghién - CDHA - TDCN, dja chi: 04 Quang Trung — Nha Trang —
Khdanh Hoa. Pién thoai: 0258.3560.511
BI\-’f—QI.(‘I,-OS-iZ page [ of 7 Rev: 05, 01/7/2025
/
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Tén chi tiéu Xét

Gi6i han cho phép (**% ;|

Y
3

'

7T | nghiém/Pen vi tinh
| Dinh lugng Coliforms |  f ]‘
tong s6'” ' f
Phuong phap mang loc - -
i i i* ! i
| 2 | Dinh lugng E.Coli TCVN 6187-1:2019 | 0 <1 |
j Phuong phap mang loc ) ] ]
| . . KPH |
3 Au si ) ; 1 |
3 | Mau sac (TCU) HACH 8025:2014 LOD=1.7 5 . |
,, TKT-HNMV-09:2003 | , _ |
C 4 M ® (RQefSMEW';’T " <U-“H'P}’ ) - Khong phat hién mui Khoéng ¢6 mui la ‘
IR . |
|5 |pH® TCVN 6492:2011 | 6.93 Trong khoang 6.0-8.5 |
-6 | Do duc (NTU) ™ TCVN 12402-1:2020 | 0,27 2 |
— by ._._._..___.,!\_, == — |
g HACH 58700-00 ! :‘
7 | Clo du tu do (mg/L) " i | | 0.7 Trong khoang 0,2-1.0 |
! C oIonmeteI._ L
8 | Permanganat (mg/L) TCVN 6186:1996 | 0.2 2
[ Amoni (NH; va NHy* TS B
HACH 8038:2017 | KPE I
9| it theo M) (/L) AL E | g
o - o e _ .
10 a‘;:‘g(c ortey {CE) TCVN 6194:1996 | 4.2 250
| Do cung, tinh theo . ) , T
| - TCVN 6224:199¢ = 14 0 |
o CaCOs (mg/L) LY ' | S ;
I e T
' 12 | Mangan (Mn) (mg/L) HACH 8149:2014 | 0,001 0.1
| Nitrat (NOs- tinh theo : | , |
| CH 8039:201+ ! 0,
| 3 | Ny (me'L) HACH 80392014 | 0,6 11 |
| Nitrit (NO,- tinh theo DERTEET Sty S !
14N (mer) HACH 8307:2015 | 0,003 0.9
Sat (F F ‘
15 (IngL‘;rmm)( =) HACH 8147:2014 0.003 0.3 |
Sulfat (Sulfate) (SO T |
16 (ntig/L)( alfde) (50 HACH 8051:2014 ' KPH 250

Ghi chu:

KPH: khong phat hié¢n
LOD: gidi han phat hién
*): Chi tiéu da deoc VILAS cong nhdn

(*: Chi tiéu dwoc thuc hién boi nii thau phu

(*H%)
(OCVN 01-1:2024/BYT)
BM-QLCL-08-12

page 2 af 2

: Gioi han cho phép theo Quy cfuan k¥ thudt quoc gia vé chat lirgng niede sach

Rev: 05, 01/7/2025



) BO Y TE
VIEN PASTEUR NHA TRANG SNt
KHOA SUC KHOE MOI TRUONG — BENH NGHE NGHIEP dIEWRE  Aosc

Y~ VILAT 1.0036
DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH 1" |SO/IEC 17025:2017

Ma méu / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
016/02/2026/HH-00 TEST REPORT 04/02/2026
So/No: 022/02/2026
Khach hang / Client : CONG TY CO PHAN CAP THOAT NUGC KHANH HOA
Dia chi / Address : S6 58 Yersin, phudng Tay Nha Trang, tinh Khanh Hoa
Lodi mau / Type of sample s Nudc may
Nai &y mau / Place of sampling : TG mau KCN Dién Phu, dusng Qudc 16 1A, xd Dién bién, tinh Khanh Hoa
M ta mau / Sample description : Mdu dung trong 1 chai nhua 350 mL
Ngay l&y mau / Date of sampling :02/02/2026
Ngay nhdn mau / Sample received on :02/02/2026
Ngay kiém nghiém / Sample tested on : TU ngay 02/02/2026
Thai gian luu méu / Sample storage period 1 10 ngay ké tu ngay tra két qua
Gidi han
téida
S1N_gl Tén chi tiéu / Parameter Phudng phap kiém nghiém / Test method K::;:]? i cho(';);mep
Maximum
limit (*)
1 |Asen@ (mg/L) QTKN/HL/11 (SMEWW - 3125:2017) < 0,001 0,01
Ghi chu:

(a): Chi tiéu dude edng nhan phu hap vdi ISO/IEC 17025:2017/ Parameter is accredited ISO/IEC 17025:2017

(*): Gidi han 16i da cho phép theo Quy chudn ky thudt quéc gia vé ehdt Ilugng nude sach su dung cho muc dich sinh hoat
(QCVN 01-1:2024/BYT);

Nhan xét: Chi tiéu dude phdn tich cia mdu nudc trén day dat chdt lugng nude sach s dung cho muc dich sinh hoat theo QCVIN
01-1:2024/BYT.

TRUGNG KHOA \(7.VIEN TRUGNG
HEAD OF DEPARTMENT V.DIRECTOR

PHO VIEN TRUGNG

VIEN
PASTEU

Nguyén Thanh Déng

BM-TT-7.8

1.Két qua nay chi cd gid tri di véi miu duge k:un nghi¢m./ This result is only valid on tested smnp!e
2.Khéng duge trich sao mot phan hay toan bo két qua nay néu khong cé sy dong ¥ bing vin ban cta Vién Pasteur Nha Trang,
/This test report must not be repr oduced, partially or fully, without the written approval of Pasteur Institute in Nha Trang.

3.Théng tin ciia khach hang va mau do khéch hang cung cap./ The sample information are written as client's request.

6-8-10 Tran Phi, Phudng Nha Trang @ 0258 3811856 - 077 384 32 3§ WWW.Ipn.org.vn @ labmoitruongipn(@gmail.com



[ %
SO Y TE TINH KHANH HOA CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT Poc lap — Tuw do — Hanh phic

KHOA XET NGHIEM - CPHA - TDCN

\ \\\‘w, /’/
PHIEU KET QUA KIEM NGHIEM > 2R
5 ’//// N \\3‘

sé:. 45, . /KSBT-XN-CDHA-TDCN AR

VILAS 1092
I. Ténkhach hang: CONG TY CO PHAN CAP THOAT NUOC KHANH HOA

2. Dia chi: 58 Yersin — Phuong Tay Nha Trang — Khanh Hoa
3. Ma sb mau: 6526HD
4. Loai mau: Nude sach dung che muc dich sinh hoat

5. Vi tri ldy mau:Tai tu mau Quang Trung. nga giao, duong Quang Trung - Hoang Vin Thu,

phuong Nha Trang

6. MO ta mau: 04 1it dung trong chai nhua PE lam Hoéa va 01 lit dung trong chai thuy

tinh vo khuan lam Vi sinh
7. Ngay ldy mau: 02/02/2026
8. Ngay nhan mau:  02/02/2026

9. Thoi gian kiém nghiém:  02/02/2026 dén 09/02/2026

10.Ngay hen tra két qua: 23/02/2026
11.Két qua kiém nghiém: Xem trang 2/2
Khanh Hoa, ngay 3 thang 2 ndm 2026
TRUONG KHOA K- crampoc

PHO GYAM POC
=

Ths. Trwong Thi Lan Anh
Nguyén Pife Tinh

Kér qua nay chi ¢o gia tritrén mau dieoc kiem nghiém
Khong dwoe trich sao mot phan cia két qua nay néu khong J’uoc sw dong v bang van ban cua gidm déc trung tam
Hét thoi gian hew mau Trung tam khong chiu trach nhiem vé vide khiéu nai két qua kiém nghiém cua khdch hang.
Dé biét thém thong tin, xin lién hé: Khoa Xér nghiém ~ CDHA - TDCN, dia chi: 04 Quang Trung — Nha Trang —
Khanh Hoa. Pién thoai: 0258.3560.811

BM-QLCL-08-12 page { of 2 Rev: 05, 01/7/2025



T‘?Iﬂl chi tiéu _X'ft Gioi han cho phép (’“’"’*")E
TT | nghiém/Pon vi tinh O
| i?inh lgong Coliforms <1
tong so” TCVN 6187-1:2019 | 0 !
Phuong phap mang loc |
. (%) .
2 | Binh luong E.Coli TCVN 6187-1:2019 | 0 <1
Phuong phap mang loc e :
' ! KPH |
au séc (TCU) @ "H 8023:201 | - i35 *
3 | Mau sic (TCU) EAC H 80235:2014 | LOD=1.7
TKT-HNMV-09:2003 |
(%) Q | ra. . At lain e A 2 kS |
| 4 | Mui (Ref. SMEWW 2150:2073) | Khong phat hién mui Khong c6 mui la |
| Ko NN
|5 |pH® TCVN 6492:2011 6.94 Trong khoang 6,0-8.5 |
6 | Do duc (NTU) TCVN 12402-1:2620 | 0,37 2 1
HACH 5870000 | |
d t d /L * { ( - T : 92_1! i
| 7 | Clo du tu do (mg/L) Colorimeter | 0.8 rong khoang 0 0 !
. 8 | Permanganat (mg/L) TCVN 6186:1996 | 0.8 3 |
| Amoni (NH3 va NH4* owes 20 N i
HACH 3038:2017 | KPH 1
| % | tinh theo N) (mg/L) > €.
| pg | S ema(Chlaxdey (C1) TCVN 6194:1996 142 250
|| (gl N N
! D6 cing, tinh theo L |
: : TCVN 6224:1996 ! 3
| 1 Cac0s (mgrn) EYNERReE. ] oH | 0o
12 | Mangan (Mn) (mg/L) HACH 8149:2614 | 0.001 0.1
fi Nitrat (NOs- tinh theo e o
| A 39:201. | 5
| 13 N) (mg/L) HACH 80 4 | 0.5 11
| Nitrit (NO2- tinh theo S—— . L R
£ AC S07:2015 00«
14 N) (mg/L) HACH 8507:21 | 0,004 0.9
Sat (F F T
g | PSR HACH 8147:2014 | 0.014 0,3
| (mg/L) ! |
r Sulfat (Sulfate) (SO4> T f
i | e (Ralenelia0N) HACH 8051:2014 | KPH 250
| (mg/L) s

Ghi chu:

KPH: khong pht hicn
LOD: gidi han phat hién

™: Chi tiéu dé dwoe VILAS cong nhan
): Chi tiéu dwoc thwee hién boi nivi: thau phit

™™ : Gidi han cho phép theo Quy chudn kit thudr quic gia vé chat lhrong nieée sach
(OCVN 01-1:2024/BYT)
BM-QLCL-08-12 page 2 of 2

Rev: 05, 01/7/2025




BOY TE

sy,
VIEN PASTEUR NHA TRANG \\\‘5’/_4, A
Y/ KHOA SUC KHOE MOI TRUONG — BENH NGHE NGHIEP IFEWRA  AOSC

" DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH A ISONE 170555017
Ma méu / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
017/02/2026/HH-00 TEST REPORT 04/02/2026
S0/No: 023/02/2026
Khdch hang / Client : CONG TY CO PHAN CAP THOAT NUGC KHANH HOA
Bia chi / Address : SO 58 Yersin, phudng Tay Nha Trang, tinh Khéanh Hoa
Loai mau / Type of sample : Nudc may
Noi l&y mau / Place of sampling : T méu Quang Trung, ngd giao, dudng Quang Trung - Hoang Van Thuy,
phudng Nha Trang, tinh Khanh Hoa
Mé t& mau / Sample description : Mdu dung trong 1 chai nhya 350 mL
Ngay l&y mau / Date of sampling :02/02/2026
Ngay nhéan mau / Sample received on :02/02/2026
Ngay kiém nghiém / Sample tested on : Tungay 02/02/2026
Théi gian luu mau / Sample storage period : 10 ngaly ké i ngay tra két qua
Gidi han
téi da
S:j-c:/ Tén chi fiéu / Parameter Phuong phap kiém nghiém / Test method K:;:Eﬁ / Cho(.?reP
Maximum
limit (*)
1 |Asen® (mg/L) QTKN/HL/11 (SMEWW - 3125:2017) <0,001 0,01

Ghi chu:

(a): Chi tiéu dudc céng nhan phu hdp vdéi ISO/IEC 17025:2017/ Parameter is accredifed ISO/IEC 17025:2017

(*): Gidi han téi da cho phép theo Quy chudn ky thudt qudc gia vé chat lugng nudc sach st dung cho muc dich sinh hogt
(QCVN 01-1:2024/BYT);

Nh@n xét: Chi tiéu dude phdn fich cla méu nudc trén ddy daf chét lugng nude sach st dung cho muc dich sinh hoat theo QCVIN
01-1:2024/BYT.
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1.Két qua nay chi co gia tri déi vGi miu dugce leI"ﬂ nghiém./ This result is only valid on tested sample.
2 Khong duoc trich sao mét phan hay toan bé két qua nay néu khong c¢6 sy dong ¥ bing vin ban cia Vién Pasteur Nha Trang.
/This test report must not be reproduced, partiaily or fully, without the written approval of Pasteur Institute in Nha Trang.
3.Théng tin ciia khach hang va mau do khach hang cung cép./ The sample information are written as client’s request.
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